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INTRODUCTION: 
Thank you for selecting Indelac Controls, Inc. (ICI) for your valve or damper automation requirement. We at ICI 
are proud of our products and feel confident they will meet or exceed your expectations of quality and 
reliability. 

Every precaution has been taken to insure that your equipment will arrive undamaged; however, accidents do 
occur.  Therefore, the first thing you must do upon receipt of your package is to inspect it for damage.  If the 
box is damaged there is a possibility that the equipment inside the box may be damaged as well.  If this is the 
case YOU MUST FILE A CLAIM with the delivering CARRIER.  All shipments are F.O.B. our factory and it is 
YOUR RESPONSIBILITY to file a claim for damages. 

STORAGE: 

If the actuators are scheduled for installation at a later date: 
1. Store off the floor. 
2. Store in a climate controlled building. 
3. Store in a clean and dry area. 

FOR FUTURE REFERENCE RECORD: 

1. Control Panel model number          
2. Control Panel enclosure type NEMA 4  , NEMA 4X    , NEMA 7    , NEMA 4 & 7          
3. Control Panel voltage    
4. Motor characteristics of Actuator, Voltage  Hertz  Phase     
5. Control Panel serial number           
6. Date of installation      Put into operation     

INSTALLATION: 

1. Check label for voltage, current and correct model number. 
2. Check supply voltage to be sure model being used is correct for application. 
 
CAUTION: MUST BE INSTALLED BY A LICENSED ELECTRICIAN. 
 
4. Turn off supply power. 
5. Loosen cover screws and open enclosure, cover is hinged for your connivance. 
 
NOTE: It is necessary to have two conduit openings, one for supply power and one for power out to 
the actuator.  When mounted to the actuator all wiring from the PBOC to the actuator is made at the 
factory. Model PBOC control panels not close coupled to the actuator are provided with mounting feet 
for wall mounting, use appropriate size screws to support the weight of the control panel. 
 
6. See wiring diagram below for typical PBOC wiring for two position electric actuator control. 
7. Close cover and secure cover screws. 
8. Turn on supply power. 
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OUTLINE PBOC-10  
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OUTLINE PBOC-10LESDS WITH EMERGENCY STOP BUTTON & POWER 
DISCONNECT SWITCH 
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OUTLINE RLN4 WITH REMOTE/OFF/LOCAL SWITCH 
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OUTLINE RLN4-DS WITH REMOTE/OFF/LOCAL SWITCH & POWER 
DISCONNECT SWITCH 
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WIRING DIAGRAM RLN4 WITH REMOTE/OFF/LOCAL SWITCH  
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CONNECTION DIAGRAM PBOC-10 WITH TWO-POSITION ACTUATOR 
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CONNECTION DIAGRAM RLN4 WITH HEATER, REMOTE/OFF/LOCAL SWITCH 
& TWO WIRE CONTROL TO TWO-POSITION ACTUATOR 

(ASLO SHOWING OPTIONAL 2 AUX. SWITCHES CONNECTION) 
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CONNECTION DIAGRAM PBOC-10 WITH REMOTE/OFF/LOCAL SWITCH & 
POWER DISCONNECT SWITCH TO TWO-POSITION ACTUATOR  
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OPERATION: 

To operate the actuator using the PBOC control first determine the desired valve then push the open 
or close button on the front of the panel, the actuator will travel to the selected position.  When the 
close position is selected the actuator will rotate 90˚ clockwise CW where the limit switch de-energizes 
the motor and travel stops.   When to open position is selected the actuator will rotate 90˚ counter 
clockwise CCW where the limit switch de-energizes the motor and travel stops.  

The actuator cannot be stopped in mid travel, however; the selected position may be changed in mid 
travel. While the actuator is traveling from one position to another both the red and green indicating 
lights will be illuminated.  When the actuator reaches the selected position the light for that position will 
remain lit, red for closed and green for open position. 

MAINTENANCE: 

After proper installation, ICI’s control panels require no actual maintenance.  ICI electric actuators are 
permanently lubricated and therefore under normal conditions require little or no maintenance. 

The following chart has been provided for your record keeping should the unit ever require 
maintenance: 

DATE  REASON          BY 

              
              
              
              
              
               

MAINTENANCE: 

SYMPTOM    PROBLEM     SOLUTION   
Valve does not respond to   Power not on.     Turn on power. 
control signal.    Power disconnect switch not on.  Switch to on position.
     Wrong voltage.    Connect correct voltage. 
     Wired incorrectly.    Check wiring. 
     Valve torque exceeds actuator torque. Check sizing. 
     Emergency stop switch.    Pull knob out. 
 
Valve does not travel full stroke. Actuator cam adjustment set incorrect. Adjust cam.  
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 Contact Information 
 

Debbie Voges  dvoges@indelac.com  859-727-7890 ext. 100

 Matt Robinson  mrobinson@indelac.com  859-727-7890 ext. 109 

Talbot Caywood  tcaywood@indelac.com  859-727-7890 ext. 110 
  

For News & Updates, Check Out Our Blog: www.blog.indelac.com 

http://www.blog.indelac.com/



